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TO ALL PROSPECTIVE BIDDERS: 

 

The following questions were submitted by potential vendors.  Our answers are 

listed in red below:    

 

Question: 

 

QI] What is the required load capabilities of each pier? 

  

       Answer to Q1: Piers shall be required to carry a minimum of 42,000 pounds. 

  

 Q2] What is the safety factor for each pier? 

  

        Answer to Q2: Safety Factor shall be a minimum of 2.0 

 


